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Liquid-Flooded Compression and Expansion in Scroll Machines { Part I: Model
Development
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aPurdue University Department of Mechanical Engineering, 140 S. Martin Jischke Drive, West Lafayette, IN, 47906
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Abstract
A detailed mechanistic model has been developed for scroll compressors and scroll expanders with liquid ooding for
application to the Liquid Flooded Ericsson Cycle. This model is based on the integration of a set of dierential equations
that arise from the conservation laws. The impact of the ooding liquid on the working process is also included through
mixture properties as well as treatment of two-phase ow pressure drop. With the working process known, it is then
possible to solve for the compressor power, total mass ow rate and other model outputs. The ne level of detail in the
model allows for the investigation of the impact of design changes to the scroll machines. This model can also be readily
extended to allow for the analysis of liquid ooded vapor compression refrigeration.
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1. Introduction
In the past a number of researchers have investigated
oil ooded compression in screw compressors (Wu and Jin,
1988; Tang and Fleming, 1992; Stosic et al., 1990, 1988;
Singh and Patel, 1984; Li and Jin, 2004; Wu et al., 2004;
Fujiwara and Osada, 1995; Blaise and Dutto, 1988; Bein
and Hamilton, 1982) which are geometrically related to a
scroll compressor and for which many similar physical ef-
fects can be noted. The motivation for oil-ooding in screw
compressors is two-fold; to decrease the discharge temper-
ature of the compressor as well as to improve the sealing
along the long leakage paths. Blaise & Dutto (1988) in-
vestigated the impact of oil ooding and found that it in-
creased the volumetric eciency monotonically and there
was an oil ow rate that maximized the isentropic e-
ciency. Stosic et al. (1988) investigated ooded screw
compressors as well and found the same trends. In addi-
tion, they found that the volumetric eciency increased
with an increase in oil viscosity. Stosic et al. (1990) found
an optimal value for the mass ratio of oil to gas which
minimized the discharge temperature and therefore max-
imized the eciency. Li and Jin (2004) found an optimal
ooding rate dependent on the oil injection temperature.
Similar experimental studies with oil ooding have been
carried out on scroll compressors. Sakuda et al. (2001) in-
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vestigated scroll compressor oil ow rates, and they found
that the cycle eciency always decreased with increasing
oil ow rates. Hiwata et al. (2002) investigated the in-
jection of oil into a CO2 scroll compressor and found that
there was always an optimal oil ooding rate which max-
imized the eciency of the compressor. This optimal oil
ooding rate ranged between 6 and 15% by mass. Spool
compressors have also been tested with oil ooding with
promising preliminary results (Kemp et al., 2010). The
overall isentropic and volumetric eciencies were found to
increase monotonically with oil injection rate for oil injec-
tion rates up to 30% by mass.
The model developed in this paper is an extension of
earlier models that were developed by Halm (1997) and
Chen (2002; 2004) for scroll compressors that did not in-
corporate liquid ooding. The important contribution of
this paper is the treatment of a mixture of gas and large
mass fraction of oil. The rst step in the analysis of a scroll
compressor or expander is the calculation of the scroll ma-
chine chamber volumes as a function of the crank angle. In
addition the derivatives of scroll chamber volumes with re-
spect to the crank angle are necessary for mass and energy
balances. The geometric model also predicts the evolution
of the axial and radial leakage gaps, as well as the heat
transfer areas.
The working processes of oil-ooded compressors and
expanders are modeled by numerically solving the gov-
erning equations of conservation of mass, oil mass, and
energy for each chamber within the scroll compressor or
expander. These dierential equations take into account
boundary work, mass ows, and heat exchange, and their
solution yields the evolution of the mixture pressure and
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temperature in all of the chambers over one revolution. An
overall model for each machine couples the solution for the
compression/expansion process to an overall network en-
ergy ow analysis that includes a lumped mass element
for which steady-state energy balance is established. The
global model computes the total mass ow rate displaced
by the machine, the average discharge temperature and
enthalpy, the shaft power and the eciencies of the ma-
chine.
Experimental validation of these models has been con-
ducted and is presented in a separate paper (Bell et al.,
2011b). In addition, a third paper covers the optimiza-
tion of scroll compressors for large amounts of oil injection
(Bell et al., 2011a). In the current study, the same au-
tomotive open-drive scroll compressor is used as both the
compressor and expander. Thus, at a given crank angle,
the volumes of the working chambers for both compres-
sor and expander will be the same but the denitions of
the chambers are dierent since the direction of rotation
is opposite in compressor and expander modes.
2. Volume Calculations
The concept of the scroll compressor was introduced by
Creux (1905). Expressions for a scroll machine's chamber
volumes as a function of crank angle have been previously
derived, and modern treatments of the scroll machine's ge-
ometry have been proposed by Yanagisawa (1990), Bush
(1992; 1994), Halm (1997) Wang (2005) and Blunier (2009;
2006). It is possible to use these expressions to model the
evolution of the volume in the suction and compression
chambers of the compressor, but the discharge region of
the compressor (suction region of the expander) is more
challenging to handle due to its complex geometry. Pre-
vious investigators modeled compressors that used simple
tangent arcs to close the involute pairs that form each
scroll in the discharge region. The scroll machine cur-
rently under investigation uses a set of two arcs and a line
to close the involute pair as seen in Figure 1. Numerical
integration can be used to calculate the volumes in the
discharge region, or analytic solutions are available for the
discharge chamber geometry (Bell, 2011).
One of the critical parameters in matching compressors
and expanders to their application is the built-in volume
ratio. The volume ratio is given by the displacement vol-
ume of the compressor's suction chamber divided by the
volume of the compression chamber right at the point
where it is about to discharge into the discharge region. A
built-in volume ratio that is well matched to the operating
pressure ratio will minimize under- or over- compression
and expansion losses.
2.1. Identied Scroll Parameters
An optical scan of the compressor's orbiting scroll was
obtained with a atbed document scanner and an involute
curve was t to the points obtained from the scan based
Figure 1: Scroll machine geometry
on the measured scroll wall thickness and the displacement
volume in compressor mode. The thickness of the scroll is
dened by t = rb(i0 o0), and the manufacturer species
that the displacement volume of the compressor is 104.8
cm3 in compressor mode. Using the scan, the measured
thickness, and the known displacement volume, the scroll
geometric parameters can be obtained, the values of which
can be found in Table 1, and the scan of the scroll with
overlaid curves is shown in Figure 2. Furthermore, the
geometry of the curves which form the discharge chamber
in compressor mode was t to the points selected from
the optical scan. The denitions of the geometric param-
eters follow those of Halm (1997), though re-derivation of
the volume expressions are required since the involute an-
gles do not take the special values of /2 and 0 for the
inner and outer involute initial angles respectively. The
improved geometric analysis in Wang et al. (2005) can
be used with reasonable accuracy, but the comprehensive
geometric model of Bell (2011) is recommended.


















































Figure 6: Scroll expander pockets over the course of one rotation
Figure 2: Optical scan of orbiting scroll with overlaid curves obtained
for scroll geometry
Figures 3 and 4 show the volumes of the chambers of the
scroll compressor and scroll expander respectively over the
course of one rotation, and Figures 5 and 6 show how the



























Figure 3: Volumes of scroll compressor pockets over the course of
one rotation
chamber denitions change over one rotation. The sub-
scripts 1 and 2 correspond to the two parallel ow paths.
The volumes of the suction and compression chambers for
both paths are equivalent. In compressor mode, the suc-
tion chamber s1 and s2 begin to open and allow refrigerant
and oil mixture to enter into the suction pocket. After one
full crankshaft revolution of 2 radians or 360 degrees, the
3


































Figure 4: Volumes of scroll expander pockets over the course of one
rotation
suction chambers s1 and s2 are closed o and they become
compression chambers c1 and c2 respectively. After reach-
ing the discharge angle, the compression chambers begin
to open to the discharge region and are given the titles of
d1 and d2 respectively. These discharge chambers begin to
equalize in pressure with the remaining volume in the dis-
charge region which is denoted as the dd chamber. As the
rotation progresses, chambers d1, d2, and dd are merged
together into a chamber called ddd once they have equal-
ized in pressure. The chamber sa is the chamber formed
between the outer surface of the scroll wraps and the inner
wall of the compressor shell.
In expander mode, the suction chamber, which is in
communication with the suction port (discharge port in
compressor mode) is named chamber sss. This chamber
can be ctitiously divided into chambers ss, s1 and s2. It
is useful to impose this subdivision when the dierent sub-
chambers are in communication only by small gaps (which
can be determined from the orbiting angle). The small
gaps lead to signicant pressure dierences between all of
suction region chambers. Such a situation is depicted in
the last frame of Figure 6 where chamber ss is in communi-
cation with chamber s1 and chamber s2 through the small
opening between the tip of each scroll and the inner invo-
lute of the opposite scroll. Chamber e1 and chamber e2
are the expansion chambers that develop from chambers s1
and s2 respectively. Chambers d1 and d2 are the discharge
chambers that develop, at the discharge angle, from the
expansion chambers e1 and e2 respectively. The chamber
da is the chamber formed between the outer surface of the
scroll wraps and the inner wall of the compressor shell.
3. Mixture Properties
In order to integrate the mixture of oil and gas in
the thermodynamic model, it is necessary to derive mix-
ture properties which allow the mixture to be treated as
a pseudo-pure uid, greatly simplifying the analysis re-
quired. In order to apply a simple ideal mixture model, it
is assumed that the oil and gas vapor are at the same tem-
perature and pressure throughout the compression/ ex-
pansion process. While the assumption of mechanical equi-
librium is valid, the validity of the assumption of thermal
equilibrium is more unclear. Experimental results from the
companion paper (Bell et al., 2011b) show that the temper-
atures measured at the outlet of the compressor are simi-
lar to the temperatures measured approximately one me-
ter downstream, suggesting thermal equilibrium is main-
tained inside the compression process. On the other hand,
the temperatures measured at the outlet of the expander
are quite dierent than those measured downstream. This
problem is further discussed in the companion paper (Bell
et al., 2011b).
For a homogenous two-phase mixture with equal oil and
gas velocities, the mixture specic volume is given by
vm = xlvl + (1  xl)vg (1)
where xl is the mass fraction of the ooding liquid which
yields an oil mass fraction weighted average of the prop-






and the gas mass fraction is dened by xg = 1   xl. The
mixture specic internal energy um, mixture specic en-
thalpy hm, mixture specic entropy sm, and mixture con-
stant pressure specic heat cp;m are also dened as an
oil-mass-fraction weighted average of the pure phase prop-
erties.
The homogeneous void fraction is the fraction of the
mixture's volume that is gas with the assumption of equal
phase velocities due to the fact that the two-phase mix-
ture is constrained by the scroll wraps during the working





The mixture thermal conductivity can be dened as a par-
allel conduction through liquid and gas, and is therefore
dened as the void-fraction weighted average of the liquid
and vapor conductivities:
km = (1  ) kl + kg (4)
and the mixture viscosity is obtained based on the model
presented by McAdams (1942), which achieves the correct















Figure 7: Flows in the scroll compressor
The mixture Prandtl and Reynolds Numbers are based on












4. Mass Flow Models
In ooded scroll compressors and expanders, there are a
number of dierent ow paths, encompassing the primary
ow path from inlet to outlet, as well as well as the leak-
age ow paths. The ows in the primary ow path are
signicantly dierent than those of the leakages, and thus,
dierent models must be used for each category of ow.
The selection of the ow models is presented here, and the
description of the models follows.
As the ow enters into the compressor shell, it splits
into two ow paths and these streams change direction to
enter the suction pockets, as seen in Figure 7. In the ex-
pander, the ows merge together as they exit the expander
shell, but they experience a similar change in ow direc-
tion. Two models have been applied for this ow path,
a ow through pipe bends model and a two-phase noz-
zle ow with a ctitious area correction coecient. Both
models were found to yield similar results, and the simpler
ctitious area correction coecient method was ultimately
selected.
After the ow of gas-liquid has entered into the suction
chambers the next ow is from the d1 and d2 chambers to
the dd chamber. As the geometry of this ow path is simi-
lar to that of a convergent nozzle, the ow is treated as that
through a convergent nozzle with adiabatic, compressible
two-phase ow. For the short time until pressure equilib-
rium occurs in the discharge region, the ow between the
d1 and d2 chambers is very much like a converging nozzle.
This conguration can be seen in the last frame of Figure
5. The same analysis is used in expander mode.
For the leakage paths, the commonly-used assumption
that the ow path is frictionless is inaccurate, even in the
case that the leakages are entirely lled with gas. This is
due to the relatively long lengths of the leakage paths. For
example, a typical radial leakage path might be 10 m in
height and 5 mm in length, which yields a length to height
ratio of 500. Thus, the leakage path is much more like
frictional ow between parallel plates than ow through
an innitely-thin nozzle.
4.1. Two-Phase Nozzle Flow
Numerous models are available to describe the ow of a
two-phase mixture of liquid and gas through nozzles, ori-
ces, and other ow elements. With respect to the pressure
dierence characteristic of suction and discharge ows, the
model should account for the compressibility of the gas.
Based on momentum conservation, Chisholm (1983) de-
rived an equation for calculating the mass ow rate of a
compressible ow of gas-liquid mixtures through an ori-
ce. According to this equation, for a ow going from a
chamber at pressure phigh to another at pressure plow, the
mass ow rate is given by:
_m = CdAe
vuut 2 R phighplow vedp
v2e;low   v2e;high
(8)
where  is the ratio of downstream to upstream ow ar-
eas. The integral in Eqn. 8 is obtained using numerical
integration. Due to the complicated geometry in the scroll
machine, there is no analytic form of the area ratio , and
the area ratio was selected to be approximately zero for all
ow paths. Setting  to zero yields the lowest mass ow
rate for a given set of boundary conditions for the ow
path.
In the case of ow with liquid entrainment in the gas
phase, Chisholm (1983) proposed to calculate the mix-
ture's eective specic volume by a momentum balance
on a dierential ow element. In the ow entrainment
formulation of the eective mixture specic volume, the
eective specic volume is given as












K    
# 1
(10)
where  is the fraction of liquid that travels in the gas
phase at the gas velocity, and taken to be equal to 0.4 as
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proposed by Chisholm. The entrainment slip ratio K is
evaluated from
K =  + (1   )
s
1 +  [(1  xg)=xg]vl=vg





In the case that there is no entrainment ( = 0) (the oil
and gas ow separately but not necessarily at the same
velocities), the liquid entrainment model reduces to the
separated ow model. In the case that the liquid is fully
entrained in the gas phase ( = 1) and the oil travels
at the same velocity as the gas phase, the homogeneous
ow model is obtained, and the eective specic volume is
given by Equation 1.
The two-phase discharge coecient Cd is obtained by
applying the two-phase ow model presented by Morris
(1991), which yields a nominal value for Cd of 0.77. The
throat area of the nozzle is furthermore multiplied by a
ctitious correction term Xd in order to compensate for
correlation uncertainty and additional ow irreversibilities
not captured by the isentropic two-phase model. The ef-
fective area is then given by
Ae = XdAthroat (12)
As an example of the uncertainty associated with two-
phase pressure drop measurements, Chisholm (1983) rec-
ommends that if ow is disturbed upstream of an elbow
with two-phase ow, the pressure drop should be multi-
plied by 1.6. The ows in the scroll machine are signi-
cantly disturbed for all the two-phase ow paths. Thus, it
is not surprising that ow correction factors on this order
are required. The companion paper discusses the tuning of
this area correction parameter more extensively. Figures
8 and 9 show the circuitous paths that the ow needs to
traverse to enter or exit the scroll machine working cham-
bers. Each change of direction or area introduces further
irreversibilities which are quite dicult to capture, even
with state-of-the-art two-phase ow correlations.
4.2. Frictional Leakage Flow
The appropriate model for ow through the radial leak-
ages is frictional ow. Here the ow is also assumed to be
incompressible. The arc length of a given radial leakage
ow path is based on the arc length of the radial leakage
for the high pressure side of the scroll and is given by sr
and the height of a radial leakage is given by r, where
the arc length sr is as shown in Figure 10. Thus, the hy-
draulic diameter of the leakage gap width (neglecting the








Similar analysis for the ank leakage shows that the
ank leakage hydraulic diameter is also equal to twice the
ank leakage gap width. This demonstrates that due to
the slender inlet aspect ratio of the leakage, the geometry
Figure 8: Flows in the suction process of scroll compressor
Figure 9: Flows in the discharge process of scroll compressor
is physically similar to that between parallel plates. The





The Darcy friction factor expression is given by
f =

64=ReDh ReDh < 1038
0:35=Re0:25Dh ReDh  1038
(15)
where the fully rough turbulent friction factor is obtained
from Ishii (1996), and the laminar Reynolds number is
that for ow through a rectangular channel. In the transi-
tional Reynolds number regime, the turbulent and laminar
Reynolds number curves are extrapolated to intersection
in order to ensure that the friction factor curve is mono-
tonic, aiding numerical convergence. The ow is in general
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Figure 10: Denition of geometry for leakage paths
laminar due to the small hydraulic diameter. The pressure





With the frictional factor expressed in the form f =
aRebDh , the mass ux can be directly found by solving








For each of the radial leakages, the length of the ow path
L is equal to the scroll thickness and the ow area A is
equal to
A = srr (18)
where the arc length of each radial ow path sr is given
from the geometric model. This denition of the area as-
sumes that the ow is in general from the inside of the
scroll wrap to the outside of the scroll wrap. For the ank
leakages the area is given by
A = hsf (19)
and the eective length Le is equal to 2.1 mm. The ank
leakage eective length is found by equating the constant-
ow-area pressure drop from Eqn. 16 to that proposed by
Ishii (1996; 2008) for the ank leakage with variable-ow-
area and obtaining the average value over one rotation.
For the ank leakage, the length to minimum height ratio
is greater than 150, suggesting that friction should still be
considered.
5. Heat Transfer
Heat transfer in the scroll machine is complex, and is
simplied by grouping the many elements of the compres-
sor and expander into a lumped mass for which steady-
state conservation of energy is imposed. For the machines
considered in this study, one lumped mass was employed
Figure 11: Map of Heat Flows in Scroll Machine
which contains the scrolls and the shell. Relative to con-
ventional vapor-compression compressors, heat transfer for
the ooded compression/expansion is less important. This
decreased sensitivity to heat transfer is a result of the fact
that the addition of oil greatly increases the specic heat
of the gas/liquid mixture in the suction chamber which
makes the volumetric eciency less sensitive to heat trans-
fer. In addition, the oil decreases the compressibility of
the mixture in the suction pocket, further resulting in less
sensitivity to heat input.
Figure 11 shows a schematic of the heat transfer which
occurs in the scroll machine. The red line refers to the
path of the refrigerant-oil mixture in the expander, and
the black line corresponds to that of the compressor. The
mechanical losses are added to the lumped mass, and the
lump also exchanges heat with the ambient.
5.1. Inlet and Exhaust Heat Transfer
The scroll machine under investigation is an open-drive
automotive compressor. As the gas enters the machine
through the inlet tube shown in Figure 8, the gas-liquid
mixture exchanges heat with the shell of the machine, and
then the mixture passes into the suction region. For the
compressor, the suction region is a channel that allows gas
to ow to the opposite side of the compressor and equal-
ize the suction chamber pressures for balanced compres-
sion. For the expansion process, the gas ows through the
scroll machine in the opposite direction, and thus the inlet
for the expander is what would normally be the discharge
plenum of the compressor. For both scroll machines, the
suction and discharge heat transfer coecients can be ob-
tained from the classic Dittus-Boelter fully-developed tur-








where averaged properties based on the mixture properties
are used and the rate of heat transfer can be obtained from
the assumption that the tube wall is isothermal and at the
lumped temperature. The rate of heat transfer in the inlet
and exhaust regions is relatively small due to the small
area for heat transfer.
5.2. Scroll-Gas Heat Transfer
In the scroll machine, the scrolls are in general at a dif-
ferent temperature than the gas that is in contact with
them. As a result, there will be heat transfer between
the scrolls and the gas in the chambers. For the compres-
sor, mechanical losses will tend to heat the scrolls result-
ing generally in heat transfer from the scrolls to the gas,
but this will depend on the exact operating conditions.
The calculation of the local heat transfer coecient at the
scroll surface is obtained by adjusting the Dittus-Boelter
turbulent pipe ow correlation with correction factors for
the oscillating nature of the ow and the increase in heat
transfer from the spiral shape of the ow path. The ad-
justed heat transfer coecient is obtained using correction













 (1 + 8:48 [1  exp ( 5:35St)])
(21)
where the Strouhal number St is given by St = fAmax=U
and in the case of the work chamber, f = !=(2), and
Amax = ro - note that the oscillation here is the transverse
oscillation of the scroll wraps perpendicular to the ow










The temperatures of the scroll wraps and the top and
bottom plates are also needed in order to calculate the heat
transfer rate. Jang and Jeong (2006) have experimentally
shown that the temperatures of the metal scroll wraps are
linear with the involute angle. In order to calculate the
total amount of heat transfer to the gas/liquid mixture in
the chambers, the calculation method from Halm (1997)
is carried out. The order of magnitude of the heat trans-
fer coecient agrees with the CFD predictions of Zhu and
Ooi (1997) of approximately 4 kW m 2 K 1. In practice,
the performance of the model is not very sensitive to the
heat transfer coecient calculations for the scroll cham-
bers. For instance in a scroll air compressor modied to be
a scroll expander without oil ooding, an 800% increase in
heat transfer coecient results in a 3.7% decrease in mass
ow rate (Lemort, 2008). When oil ooding is used, the
impact of heat transfer is even less.
6. Conservation Laws
To obtain expressions for the derivatives of temperature
and pressure of a given control volume, conservation of
mass and energy must be expressed in dierential form.
The mixture properties can be uniquely dened using the
independent variables temperature, pressure, and mixture
liquid fraction. Conservation of mass, energy, and liquid

















where the subscript f corresponds to the given ow path.
If these conservation laws are then converted into deriva-
tives of temperature and pressure with respect to the crank
angle , a system of coupled dierential equations results


























































































The temperature, pressure and oil mass fraction of the
scroll machine chambers at the starting crank angle (=0)
are initialized with guess values. Then for each iteration
step, the mass ows are calculated between all of the cham-
bers, as well as the instantaneous heat transfer between
the scroll wraps and the mixture in the pockets at the i-th
step. The temperature, pressure, and oil mass fraction at
8
the i + 1-th step in each chamber are obtained with the
simple Euler method by simultaneously applying
















and i goes from 1 to the number of steps, in this case, 2000.
In order to carry out the calculations, and ensure that the
inlet and outlet mass ow rates agree within 0.1%, it was
found that using 2000 forward Euler steps per revolution
gives sucient stability and accuracy.
Further work has been done on the scroll compressor
model to implement an adaptive Runge-Kutta 4th/5th or-
der solver (Chapra and Canale, 2006) which was used for
all the scroll compressor results presented here, and is de-
scribed in Bell (2011).
8. Model Closure
In the absence of a mechanistic model for mechanical
losses, it is possible to correlate the mechanical losses to
the gas compression power and obtain an empirical rela-
tionship for the mechanical eciency. This correlation is
constructed by rst running the model using input state
points for which experimental data is available, with no
mechanical losses or heat transfer. The residual between
the model predicted shaft power and the experimental
shaft power is then assumed to be due to mechanical losses.
A correlation of the form
_WML = !loss (29)
is t to the data for the compressor and expander and the
loss coecient loss is obtained.
Once the pressure and temperature have been deter-
mined for one revolution, the energy balance for the
lumped mass is obtained. The energy balance is a summa-
tion of the heat uxes interacting with the lumped mass.
Once the mechanical losses have been calculated, all of the
mechanical losses are added to the lumped mass. Finally
the temperature of the lumped mass is obtained by apply-




[ _Q (Tlump)] = 0 (30)
in order to obtain Tlump. After solving for Tlump, the out-
let enthalpy from the scroll set can be determined by cal-









through the use of a numerical integration scheme. Solv-
ing for the temperature as a function of scroll set discharge
enthalpy and pressure gives the temperature at the outlet
of the scroll set. Further heat transfer in the discharge re-
gion will heat or cool the discharging ow, and will result
in discharge temperature Td at the outlet of the scroll ma-
chine. In the case of overexpansion or undercompression
there will be back ow as the work chamber opens to the
discharge pressure. The shaft power of the machine is then
given by
_Wshaft = ( _ml + _mg) (hm(Td; pd)  hsuct)  _Qamb (32)
where the heat transfer _Qamb is taken to be positive if heat
is into the scroll machine, and the enthalpies are based on
mixture properties from Section 3.
9. Results
While model validation and experimental results are
available in the companion papers, a few results are pre-
sented here. Figures 12 and 13 show the scroll compres-
sor pressures and temperatures over one revolution with a
signicant amount of liquid ooding. The working gas is
nitrogen, and the ooding liquid is Zerol oil. A few fea-
tures should be noted, especially the relatively large suc-
tion and discharge pressure drops and the maladjustment
of the current machines' volumetric ratios for the imposed
pressure ratio. In fact, the ideal volume ratio (for xed suc-
tion and discharge pressures) changes as one changes the
oil mass fraction since the eective uid properties change
with liquid ooding. In particular, the eective ratio of
specic heats changes with liquid ooding. The analysis
of the optimal volume ratio is developed in the compan-
ion paper. Clearly, the o-the-shelf scroll compressor is
not optimal for the application but exhibits fairly good
performance. Figure 13 demonstrates the benet of liquid
ooding in reducing the discharge temperature of the com-
pression process. If pure nitrogen were to be compressed
in the scroll compressor, from an inlet state of 400 kPa and
300 K to an outlet pressure of 1200 kPa, the model pre-
dicts a discharge temperature of 480 K without ooding,
while the ooded compressor has a discharge temperature
of 348.6 K.
In the expander, similar trends are seen in Figures 14
and 15. The volume ratio of the expander is also too
small for the imposed pressure ratio, and as a result, the
expander experiences under-expansion losses because the
working process does not expand the uid all the way to
the discharge pressure.
10. Conclusions
Detailed ooded scroll compressor and scroll expander
models have been developed. The scroll machine model
consists of the following sub-models:
9




































Figure 12: Pressure versus crank angle for ooded compressor
(ps=400 kPa, pd=1200 kPa, Ts=300 K, xl=0.5, N=3500 rpm)




































Figure 13: Temperature versus crank angle for ooded compressor
(ps=400 kPa, pd=1200 kPa, Ts=300 K, xl=0.5, N=3500 rpm)





































Figure 14: Pressure versus crank angle for ooded expander
(ps=1200 kPa, pd=400 kPa, Ts=300 K, xl=0.5, N=1736 rpm)










































Figure 15: Temperature versus crank angle for ooded expander
(ps=1200 kPa, pd=400 kPa, Ts=300 K, xl=0.5, N=1736 rpm)
 A volume calculation routine which permits calcula-
tions of scroll machine chamber volumes as a function
of the crank angle
 Mass ow models to calculate the instantaneous mass
ow rates between scroll chambers
 An adjusted heat transfer coecient model suitable
for calculating the heat transfer between the gas-oil
mixture and the scroll wraps
 A dierential equation solver that allows the temper-
ature and pressure in the control volumes to be cal-
culated as a function of crank angle
 An overall solver function that obtains the tempera-
tures of the lumped masses and calculates the relevant
performance parameters
Due to the mechanistic construction of the scroll ma-
chine model it is therefore possible to use the model to
investigate design changes on the performance of the scroll
machines with liquid ooding. The companion papers vali-
date the model presented here and use the model presented
here to optimize scroll compressor performance with liquid
ooding.
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C Velocity (m s 1)
Cd Discharge Coecient
Cratio Capacitance Rate Ratio
cp Specic Heat (kJ kg
 1 K 1)
Dh Hydraulic Diameter (m)
E Energy (kJ)
G Mass Flux (kg m 2 s 1)
h Specic Enthalpy (kJ kg 1)
hc Local Heat Transfer Coecient (kW m
 2 K 1)
hs Scroll Height (m)
k Thermal Conductivity (kW m 1 K 1)
K Slip ratio
m Mass (kg)




rb Base circle radius (m)
ro Orbiting radius (m)
Re Reynolds Number
s Specic Entropy (kJ kg 1 K 1)
s Arc length (m)
St Strouhal Number
t Time (s)
t Scroll thickness (m)
T Temperature (K)
u Specic Internal Energy (kJ kg 1)
V Volume (m3)
x Mass Fraction
Xd Flow Correction Factor
v Specic Volume (m3 kg 1)
 Void Fraction
 Gap width (m)
 Involute Angle (rad)
 Entrainment Fraction
 Density (kg m 3)
 Ratio Down/Upstream Area
 Torque (N m)
 Viscosity (Pa s)
! Rotational Speed (rad s 1)
Subscripts
CV For the given control volume
disc Discharge
e Eective




i0 Inner Involute Initial
ie Inner Involute Ending




o0 Outer Involute Initial
oe Outer Involute Ending
os Outer Involute Starting
r Radial
shell Shell Lump Mass
scroll Scroll Lump Mass
Chambers
c1 Compressor compression chamber
e1 Expander expansion chamber
d1 Discharge chamber
da Expander discharge area plenum
dd Compressor central discharge chamber
ddd Compressor merged discharge chamber
s1 Compressor suction chamber
sa Compressor suction area plenum
ss Expander central suction chamber
sss Expander merged suction chamber
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